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Notes on the CE Symbol for TELEPERM M  AS
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EC Directive EMC
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The following applies to the TELEPERM M products described in this manual:
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Products which carry the CE symbol fulfil the requirements for the EC Directive
89/336/EEC.
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The EC declaration of conformity and the documentation relating to this are available
to the authorities concerned, according to the above–mentioned EC Directive, Article
10 (2), from:

Siemens AG
Automation & Drives Group
A&D SE S21 S
Siemensallee 84
D–76187 Karlsruhe
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Products which do not have the CE symbol meet the requirements and standards gi-
ven in the System Manuals under ”General Technical Data”.
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Fields of
Application
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For the TELEPERM M System, the following field of application apply according to
this CE symbol:
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Requirement for
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Emitted interference ÁÁÁÁÁÁÁÁÁ
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Noise immunity
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EN 50081–2:1993
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EN 50082–2:1995
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Observing the
Setup Guidelines
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The setup guidelines and notes on safety given in the System Manuals must be ob-
served during startup and when operating the TELEPERM M System.

ÁÁÁÁÁÁÁÁ
ÁÁÁÁÁÁÁÁ
ÁÁÁÁÁÁÁÁ

Working on 
Cabinets
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To protect the modules from the static electricity, the user must discharge his body’s
electrostatic charge before opening cabinets.

ÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁÁObserve the general ESD Guidelines.
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Notes on the CE Symbol for TELEPERM M  AS
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Notes on 
Manual–Auto Stations
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A filter must be inserted in the power supply lines (SIFI C, B84113–C–B30 or 
similar).
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Updated 
Technical Data
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In addition to the specifications in the ”General Technical Data” of the System Manu-
als, the specifications on noise immunity and electromagnetic compatibility given
below apply to modules carrying the CE symbol.
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The specifications are valid for systems which are assembled according to the above–
mentioned setup guidelines.

Electromagnetic  Compatibility  (EMC)
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Radio interference suppression to EN 55011
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            Limit value class ÁÁÁÁÁÁÁÁÁ

ÁÁÁÁÁÁÁÁÁ
A 1)
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Interference by conduction on AC and DC supply lines
to EN 61000–4–4 / IEC 1000–4–4 (Burst)
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2 kV
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Interference by conduction on signal lines
to EN 61000–4–4 / IEC 1000–4–4 (Burst)
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2 kV
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Interference by conduction on process lines
to EN 61000–4–4 / IEC 1000–4–4 (Burst)
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2 kV
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Noise immunity to discharges of static electricity
to  EN 61000–4–2 / IEC 1000–4–2 (ESD)
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4 kV 2)
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Noise immunity to  electromagnetic HF field 1)

amplitude modulated to
ENV 50140 / IEC 1000–4–3
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80 to 1000 MHz
10 V/m
80 % AM (1 kHz)
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Noise immunity to electromagnetic HF field 1)

pulse modulated to ENV 50204
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900 MHz
10 V/m
50 %  c.d.f.
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Noise immunity to high frequency (sinusoidal)
to ENV 50141
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0.15 to 80 MHz
10 V
80 % AM

1) With closed doors for AS 235 and AS 235 H, open for AS 235 K 
     and ES 100 K

2) With AS 235 K and ES 100 K:  6 kV
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Preface

The seven chapters of these Instructions provide the information required for safe and smooth
operation of the AS 235 H automation system.

Chapter 1 shows possible applications and the features of the system.

Chapter 2 provides an overview of the design and possible system extensions.

Chapter 3 explains the method of operation and the system and its  components.

Chapter 4 informs you about installation work and installation requirements to be met.

Chapter 5 specifies commissioning.

Chapter 6 deals with maintenance.

Chapter 7 summarizes the technical data.

First of all, read the Safety-related Guidelines for the User. You find these Instructions in
this Manual in the Section before Register 1.

You also find the Guidelines for Handling Electrostatically Sensitive Devices in that
Section. Reading these instructions carefully helps you to prevent personal injury and
damages to the equipment before and during operation.
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Abbreviations

I  II Identification numbers (Roman numerals) of the redundant subsystems
(redundancies) within a multi-redundant system. 

AA Analog output module
ABE Interrupt generating binary signal input module
AE Analog input module
AF Remote bus connector board
AS Automation system
ASG Interrupt generating signal transmitters
AZR Flag register of the CPU 235 H

B Backup (CPU status = synchronization and updating)
BA Binary output module
B&B Operator control and monitoring
BE Binary input module
BGT Subrack
BKA Operator input channel interface module
BKU Operator input channel switchover (video relay and adapter cable with 

AS 235 H)
BL Blinking clock-pulse generator module

CS 275 LAN for linking TELEPERM M systems
CPU 235 H Central processing unit 235 H

DG Diagnostic unit
DGA Diagnostic unit interface module
DMA Direct memory access
DS Data save (protective signal for memory modules) 

E/A Input and output (I/O)
EABA I/O bus interface module
EE Extension unit
EANK One-out-of-n code; TELEPERM M procedure for detecting I/O addresses 

with no or multiple assignments
ES Extension cabinet
EAVU I/O comparator and switchover module
EPDL Erasable programmable logic device
EPROM Ultraviolet erasable programmable read-only memory

F Failure (CPU mode)
F Fail-safe (by redundancy)
FDC Floppy-disk controller
FIFO First in first out (queuing or handling hierarchy)

GE Basic unit
GS Basic cabinet

H Fault-tolerant (by redundancy)
HF H and F in compatible combination

LAN Local area network; mid-range communications bus
L+ Positive supply voltage, 24 V rated value
LBG Fan module
LED Light emitting diode
LOES Clearing the user memory by entering the keyboard command "LOES;"
LTM I&C alarm
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M Earth, negative pole
M Master (CPU mode)
MDA Mini floppy disk interface module
MDE Mini floppy disk unit
MDR Event recorder
MDT Mean downtime (mean time between the occurrence of a failure and

operation restart)
ML Alarm logic module
MTBF Mean time between failures (mean time between two failure occurrences, i.e.

faultless interval)
MtU Technical document to be supplied with the system
MZ Off-load earth, reference potential for analog inputs

N-AS Local bus interface module for AS, new development, replaces N8-H
N8 TELEPERM M local bus interface, 8 bits on CS275 bus system
N8-H N8 in a fault-tolerant 1-out-of-2 master/reserve configuration of a redundant 

automation system
NAU Power failure
NV Local bus distributor

OS Operator control and monitoring system

P Passive (asynchronous CPU status; no N8-H access etc.)
PBE Testable binary input module
PBT Process communication keyboard (TELEPERM M AS accessory)
PDR Logging printer
PE Protective earth, cabinet potential
PESP Peripheral memory area 
PUM Buffer module
PRA Testable relay output module
PROM Programmable read-only memory
PM L+ for alarm purposes
PS L+ for logic "1" of 24-V inputs
PÜ L+ for monitoring purposes
PU Process interrupt
PU5 Standard: unassigned process interrupt No. 5 (PU5) which is exclusively 

used for redundancy-related purposes

QVZ Time-out during memory or peripheral access

R Standby (CPU mode)
RAM Random access memory
RDY Ready
ROM Read-only memory
RSOF Software reset

SAE Cabinet connection element
SB Synchronization module
SED31 Cabinet power supply diode
SEP Standard slot in a subrack, 15.24 mm wide
SES Cabinet power supply unit
SF Signal interface module
SF61 Signal interface module in slot address 61 (mnemonic name for a group

interrupt module in this slot; 48-bit binary input module)
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SP Memory module
STA Starting block processing (keyboard input  = STA) 
STO Halting block processing (keyboard input = STO)
SV Power supply module
SVE Power supply unit
SVME Power supply unit for extension unit
SW Software

TM TELEPERM M

UI Inductive bus converter unit for CS275

VD 11 Logic diode module for messages
VKB Comparator coupler module
VR Video relay

ZE Central processing unit
ZEP Central grounding point
ZRS Central reset
ZT Central unit (with AS 235 H containing two redundant CPUs)
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1 Application

The new AS 235 H automation system is an enhancement of the 235 product family which
satisfies particularly high requirements in the field of process control.

The AS 235 standard system is supplemented by a fault-tolerant and highly available variant.

H for "high availability”

The H in AS 235 H signals a higher availability than exists in a normal standard system.

This system has a redundant structure which enables the user to continue process
manipulation and control tasks even after a tolerable fault has occurred.

The present system is a "1-out-of-2 system" whose availability is significantly increased by a
redundant CPU configuration. Dedicated fault delimitation yields a high degree of non-
interaction, this means that a solitary fault cannot be propagated from one subsystem to
another. User-specific configuration enables a multiple redundant structure of the I/O system
to be established which utilizes the given redundancy and permits easier execution of process
tasks.

The AS 235 H automation system (H system) is not a fail-safe system,
despite its higher availability, its fault-tolerance and its non-interacting
structure. It may not be used in plants  where AS faults (e.g. the (unlikely)
total failure of both CPUs) could cause hazardous conditions for persons,
machinery or environment.
Such safety-relevant automation tasks require the use of either a fail-safe
automation system (such as an F or HF system that has been prototype-
tested by the German Technical Inspectorate) or an AS 235 H system
equipped with suitable interlocking circuits and protective systems which
safely prevent the occurrence of hazardous conditions.

Warning:
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Notes
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2 Design

The AS 235 H standard configuration consists of the basic cabinet with one 1-tier and up to
five 2-tier subracks. These subracks contain the power supply unit for the basic unit, both
central processing units, up to three extension units, and the cabinet power supply unit.

One extension cabinet with up to four 2-tier subracks may be connected in addition. The
subracks contain extension units. 

Two operation units, each with color monitor, keyboards (process communication keyboard
and/or configuring keyboard) and two printers (logging printer/event recorder), may be
connected to the system.

The ES 100 K extension system provides further extension possibilities. 
(Please refer to Chapter 4.7.6  for corresponding configuration suggestions.)
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2.1 Cabinet
The AS 235 H automation system is installed in an AS 235 standard cabinet. Like the
standard version, this cabinet is available with or without forced ventilation.

• Basic cabinet (GS)

The basic cabinet has the following structure (from top to bottom):

Power supply unit (SVE)

- one 24-V buffer module (internal 2-channel structure)
- two 5-V power supply modules (supply one CPU each)

Basic unit (fully equipped)

- one comparator coupler module (for both CPUs)
- two synchronization modules
- two diagnostic unit interface modules (option)  1)

- two memory modules
- two central processor units (CPU 235 H)
- four I/O bus interface modules (2 as an option)
- four operator input channel interface modules (2 as an option)
- two mini floppy disk interface modules   2)

- two N-AS or N8-H local bus interface modules (option)   3)

Up to three extension units, each with

- one I/O comparator and switchover module 
- up to 13 I/O modules  4)

Cabinet power supply

- 24 circuit breakers
- three alarm logic modules (ML) (the third module is only required if an ES is connected)
- two VD11 diode modules (option)
- two SED31 power diode modules
- two UI bus converter units (option)
- one blinking clock-pulse generator
- two socket outlet tiers (connectors for up to four keyboards and two MDEs)

• Extension cabinet (ES)

Up to four extension units (EE), each with

- one I/O comparator and switchover module
- up to 13 I/O modules

CPU 235 H (6DS1 141-8AA) may not be replaced by CPU 235 (6DS1140-8AA).

Caution:

1) Only one module may be used in normal redundancy mode.
Caution: If there is no diagnostic interface module the module C74951-L445-B20 must be inserted.

2) Redundant installation of the mini floppy disk interface unit is necessary although only one drive is used.
3)  Redundant installation is required if the CS275 bus system is used for communication.
4) One I/O module per extension unit in the basic cabinet may be replaced by a group interrupt module 6DS1 601-8BA

(or 6DS1615-8AA).
Group interrupt modules in an AS 235 H system can be installed in up to triple-redundant mode in the EE slots 13,
immediately next to the EAVU.
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Fig 2.1  Cabinet layout
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2.2 Power Supply Unit (SVE)

The power supply unit is installed in the topmost tier of the basic cabinet and provides the
basic unit with both supply voltages.

Internally, the 24-V buffer module has a  two-channel structure and buffers the DC 24-V
voltage twice (for SV I and SV II).

The power supply modules at either side of the buffer module supply both CPUs
independently with 5 V.

SV I
(CPU I)

24-V DC buffer module

SV II
(CPU II)

Fig. 2.2    AS 235 H power supply unit

                       
max. 15% of U [VSS]

UN  = 24 V

Umin [BGT-SV]
Umin  = 20.8 V

Umax  = 31 V

  
Ue = 22.5 V

                      
max. 15% of U [VSS]

Supply voltage L+:

2.3 Basic Unit  (GE)

The basic unit consists of two central units (CPU I and CPU II) which are arranged in a
mirrored structure in the subrack. The comparator coupler module (VKB), which is redundant
in itself, forms the mirror axis of this system.
Seen from the front, the left-hand part is defined as CPU I, the right-hand part as CPU II.
Different to the AS 235 system, the backplane of the basic unit is completely structured as a
supply and bus board. Yet, a detrimental connection of the two central units is not possible.
The supply voltages are fed to the central units via 2 x 1 cables (DC 24 V) and 2 x 3 cables 
(5 V).
The connection between operator input channel interface (BKA) and process communication
keyboard/configuring keyboard/printer consists of standard cables and a special adapter cable.
A video relay is used for connecting a monitor to the two redundant  BKA modules.
Ribbon cables which are plugged into the back of the basic unit interconnect the I/O bus
interface modules and the I/O comparator and switchover modules (EAVU) in the extension
units. The ribbon cables are plugged into the EAVU front panels.
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CPU  II

KB Comparator coupler module
SB Synchronization module
DGA Diagnostic unit interface module 1)
SP Memory module 
CPU Central processor unit module
BKU Operator input channel switchover unit, consisting of video relay and adapter cable
EABA 1 I/O bus interface module  1
BKA 1 Operator input channel interface  1
EABA 2 I/O bus interface module  2
BKA 2 Operator input channel interface  2 
MDA Mini floppy disk interface module 
N-AS Local bus interface module (N8-H permissible as well)
Fig. 2.3   System configuration
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2.4 Extension Unit  (EE)
An extension unit consists of a double-height subrack. Up to three extension units can be installed
in a basic cabinet; an extension cabinet can accommodate up to four extension units.

Each extension unit features 14 slots. The I/O comparator and switchover module (EAVU) must
always be installed in slot 14.

Any mix of I/O modules may be installed in the remaining 13 slots. A group interrupt module 1) is to
be installed in slot 13.

0 1 2 43 5 6 7 11 12 13

141 2 3 4 5 6 7 8 9 10 11 12 13

Slot 13 
(for group interrupt
module)   1)

 13 slots for I/O modules

EAVU

8 9 10

Location addresses Slot numbers

Fig. 2.4    Front of extension unit (EE)

1) Up to three group interrupt modules may be installed in the basic cabinet (one per extension unit). 
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0 V
0 V

+5 V
+5 V

Soldering
jumpers for
rack address

PLAD
10     11

M

24 V

5 V
5-V power supply module (SVME) for
I/O modules

Stripline

Process interface connector

L+

Fig. 2.5   Extension unit (rear)

Stripline:

MZ

M

M

PS

The stripline may only be used for connecting the process interfaces of the I/O modules in the
subrack (e.g. for I/O module input connections). 
The stripline may not be used for feeding transducers, contacts etc.

The PS signal (24 V) is supplied by the EAVU. It is fused (1.6 A) on the EAVU module and routed
via the X2 backplane connector to the stripline.

Signal lines may not be routed from pins f32 and d32 (the process interface at
the bottom connector of the I/O modules). The fuse ratings of the L+ potentials
there are too high.

Caution:

©  Siemens AG 1990  C79000-B8076-C293-05 2 - 7



Design AS 235 H
–––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––

2.5 Cabinet Power Supply Unit  (SES)
The cabinet power supply unit is a 2-tier subrack that is installed in the lower part of the main rack
(location W) inside the basic cabinet.

The front section of the cabinet power supply unit contains the circuit breakers for the individual
system components, the socket outlets for keyboard and mini floppy disk unit connections and the
connectors for the cabinet power supply diodes, the cabinet monitoring modules and the remote
bus.

The rear part of the cabinet power supply unit accommodates the terminal blocks for distributing
the M potential and the individually fused 24-V voltages, and isolating terminals for connecting
zener diode blocks (surge diverters) for the 24-V voltages.

A fully equipped cabinet power supply unit has the following structure:

1 2 3.2 3.3 4 4

5 5 2 6 6 7 7

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

a a a

8

3.1

1 Circuit breakers (F) for:

F1 CPU I F9 EE 1 F17 PÜ 1
F2 CPU II F10 EE 2 F18 PÜ 2
F3 Process communication keyboard 1 F11 EE 3 F19 Fan 1 for GS
F4 Process communication keyboard 2 F12 EE 4 F20 Fan 2 for ES
F5 Mini floppy disk unit 1 F13 EE 5 F21 Fan 1 for ES
F6 Mini floppy disk unit 2 F14 EE 6 F22 Fan 2 for ES
F7 UI F15 EE7 F23 Heat exchanger for GS
F8 Reserve F16 Reserve F24 Heat exchanger for ES

2 Socket outlets for keyboard and mini floppy disk unit
3.1 ML alarm logic module for CPU I
3.2 ML alarm logic module for CPU II
3.3 ML alarm logic module for ES
4 VD11 diode module (option)
5 SED 31 cabinet power supply diode
6 Local bus connector (connection distribution unit)
7 UI bus converter unit (option)
8 BL flashing pulse generator module

Fig. 2.6  AS 235 H cabinet power supply unit
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2.6 Cabinet Configuration (Power Dissipation)
2.6.1 Power Loss

The power loss must be controlled when the AS cabinets (including the I/O modules) are
configured. The AS 235 H automation system may be used without a fan module if the permissible
cabinet power loss values are not exceeded.

The following power loss limits  PSmax must be taken into account when the cabinets are
configured: ( =cabinet entry temperature)
    =25 °C  PSmax = 450 W 30 °C  PSmax = 420 W

 35 °C    PSmax = 380 W 40 °C  PSmax = 350 W

As long as PSmax is not exceeded, the components installed in the basic and extension cabinet
may be used without a fan. If the power loss of the cabinet exceeds PSmax due to the use of I/O
modules, the air flow rate must be increased. In this case, fan modules or heat exchangers have to
be configured (option).

2.6.2 AS 235 H Basic Cabinet

1. If the power loss PSmax is not exceeded in the cabinet and a value of 150 W is not exceeded
in any of the extension units of the cabinet either, the cabinet can be used without forced
ventilation up to the cabinet entry temperatures specified above.

2. An extension unit without forced ventilation may only be loaded up to a value of 150 W. A
forced ventilation must be provided in the cabinet if this value is exceeded.

3. If the cabinet is equipped with a lot of I/O modules with a higher power loss value, the modules
should not be installed next to each other but be distributed in the subracks so as to prevent
hot spots.

Configuration rules for the AS 235 H basic cabinet

The following values must be used for calculating the thermal load of the cabinet:
Configuration value of base AS configuration:
PGmax   150 W + N×7 W; N=number of EAVUs

Typical average power loss of an I/O module: PI/O module=5.4 W
Typical maximum power loss of an I/O module: PI/O module=7 W

Maximum power loss of an I/O module: see PLT 111 Catalog, Edition 1993.

Basic cabinet

Formula: PI/O max = PSmax   Power loss I/O max  cabinet

Typical permissible number of I/O modules in the cabinet:  (at 40°C) 

AI/O typ =  200 W       =37 modules typ5.4 W/module

Permissible number typ.,min I/O modules in the cabinet:  (at 40°C) 
AI/O min = 200 W       =28.6 modulestyp.,min 7 W/module

The base value PSmax must be adapted according to the table (see above, under item 2.6.1).

This rough calculation can be used to determine whether or not the typical/maximum power loss
resulting from I/O modules has been exceeded. (Rule of thumb: 2 completely filled I/O subracks
with 13 I/O modules each).

From 28 I/O modules onwards, checking against the power specifications in the PLT 111 Catalog
(Edition 1993, Catalog Section 5, ”I/O Modules”) is recommended. The process signals should be
included if necessary (maximum number: 39).

Different distribution (e.g. in an additional extension cabinet) or a fan module is required if the I/O
modules exceed the power loss  PSmax .

©  Siemens AG 1990  C79000-B8076-C293-05 2 - 9



Design AS 235 H
–––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––

2.6.3 AS 235 H Extension Cabinet

1. With a typical module configuration, the power loss limit of the cabinet is not exceeded if the
AS 235 H extension cabinet is used without a fan. (Up to 52 I/O modules, without EAVU
modules).
Only in the case of an atypical configuration (many identical I/O modules, modules  >8 W) a
more detailed checking is recommended.
If the power loss PSmax is not exceeded and a value of 150 W is not exceeded in any of the
extension units in the cabinet either, the cabinet may be operated up to the specified cabinet
entry temperature without forced ventilation (see Chap. 2.6.5) . 

2. An extension unit without forced ventilation may only be loaded up to a value of 150 W. A
forced ventilation must be provided in the cabinet if this value is exceeded.

3. If the cabinet is equipped with a lot of I/O modules with a higher power loss value, the modules
should not be installed next to each other but be distributed in the subracks so as to prevent
hot spots.

Configuration rules for the AS 235 H extension cabinet

In maximum configuration, each of the four extension racks in the extension cabinet may be
equipped with one EAVU module (power loss 7 W).

A value of  28 W can therefore be assumed as a configuration value of the base configuration PG
of the four extension units.

The maximum number of I/O modules is 4×13=52  (without EAVUs).

The following formula shows that a typical configuration does not cause the power loss of the
extension cabinet to be exceeded:

Formula: PI/O max =PSmax - 28 W   Power loss I/O max cabinet

Typical average power loss of an I/O module: PI/O module=5.4 W

Typical maximum power loss of an I/O module: PI/O module=7 W

Typical permissible number of I/O modules in the cabinet: (at 40°C) 

 AI/O typ. =  322 W    = 59 modulestyp.
 5.4 W/module

Permissible number of typ.,min I/O modules in the cabinet: (at 40°C)  
AI/O min =  322 W    = 46 modulestyp.,min7W/module

A fan module must be provided or the distribution of the I/O modules in several extension units
changed if the power loss of the I/O modules in an extension rack exceeds 150 W.

One or two fan modules must be added according to the above-mentioned configuration rules if
the total power loss exceeds PSmax.

The PSmax base value must be adapted in accordance with the table (see 2.6.1 above).

This rough calculation can be used to determine whether or not the typical / maximum power loss
resulting from I/O modules has been exceeded.

From three filled extension units onwards or in the case of an atypical configuration, checking
against the power specifications in the  PLT 111 Catalog (Edition 1993, Catalog Section 5, ”I/O
modules”) is recommended. The process signals should be included if necessary.

A fan module is required if the I/O modules exceed the power loss PSmax.
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2.6.4 AS 235 H Cabinet with Forced Ventilation

Depending on the thermal load (power loss) of the I/O modules, up to two fan modules (6DS9 943-
8AA) may be required in the TELEPERM M cabinet, basic and/or extension cabinet.

2.6.5 AS 235 H Cabinet without Heat Exchanger (WT)

If the power loss (Ps)

>350 W at a cabinet entry temperature of 40°C

>380 W at a cabinet entry temperature of 35°C

>420 W at a cabinet entry temperature of 30°C

>450 W at a cabinet entry temperature of 25°C

or if a subrack is equipped with modules whose total power loss >150 W, a fan module is required
in the basic cabinet at installation location 13 or in the extension cabinet at installation location 9.

If both criteria apply, each cabinet must be equipped with two fan modules.
In the basic cabinet, the second fan module must be fitted in installation location 29 and in the
extension cabinet in installation location 25.
The following power loss limits apply in this case:

Ambient temperature   40°C
Power loss of the cabinet   700 W

Cabling and fusing have been laid out for the connection of a maximum of two fans per cabinet.

2.6.6 AS 235 H Cabinet with Heat Exchanger

1. If the total cabinet power loss PS does not exceed a value between 350 W and 450 W
(depending on the ambient temperature) and if the power loss in each individual extension unit
(EE) is less than 150 W, the cabinet (with heat exchanger) may be used without an additional
fan module.

2. Up to a total power loss PS of 700 W at an ambient temperature of  40°C and provided that
the power loss in each individual extension unit (EE) is less than 150 W, the cabinet (with heat
exchanger) may be used with one fan module.
The fan module must be installed in the basic cabinet between the base unit and the 1st  EE
at installation location 13 and in the extension cabinet between the 4th EE and 5th EE at
installation location 9.

3. If the power loss in one of the three or four extension racks exceeds the limt of 150 W or the
total power loss PS>700 W, a second fan module must be installed in the base cabinet
between the 2nd EE and 3rd EE (installation location 29) or in the extension cabinet between
the 6th EE and the 7th EE (installation location 25) .

In this case PSmax=1000 W can be reached at an ambient temperature of  40°C .
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2.6.7 Fan Module (Option) 

The fan module 6DS9 943-8AA is used to provide forced-air cooling. A fan module features 3 fan
motors each of which is monitored for speed; an electronic short-circuit fuse is integrated.

The fan monitors of the fan modules and the heat exchanger are connected in series and applied
to the basic unit as alarm signal LK.

The following cable sets are available (option) :

C79195-A3831-H220 to connect one fan module (supply and alarm output) in the basic cabinet
(L=2.2 m)

C79195-A3831-H450 as for -H220, but for the extension cabinet  (L=4.5 m)
C79195-A3828-H230 to connect one heat exchanger (alarm output) in the basic cabinet)

(L=2.3 m)
C79195-A3828-H390 as for -H220, but for the extension cabinet (L=3.9 m).

One cable set is required per fan module. It includes the connection of the power supply and the
alarm signal; as far as the heat exchanger is concerned, wiring of the series connection of the
alarm signal is included.

The operating voltage is supplied via a cable at the rear of the module. The alarm signals from the
monitoring circuit also run via the 6-pin connector of this cable.

The fan module is used to provide forced ventilation of module subracks in AS 235 H system
cabinets. The fan module unit is designed for operation with DC 24 V.
The module has the same dimensions as an ES 902 subrack and like the latter can be installed in
main frames.

The fan motors issue a square wave signal wih a frequency that is proportional to the speed. The
square wave pulses are fed to the monitoring circuit which monitors the lower frequency (speed)
limits of the individual motors. (See Fig. 2.7 for the installation locations of fan modules).
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SVE

Option
1st LBG

AF

AF

SES

3rd EE

2nd EE

1st EE

Basic unit

Basic cabinet

6th EE

5th EE

4th EE

Extension cabinet

Option
1st LBG

7th EE
Option
2nd LBG

Option
2nd LBG

LBG  Fan module

Fig. 2.7   Cabinet layout, location of fan modules (options)

A red LED lights up and a floating changeover contact is actuated if the speed of a motor falls
below the minimum rate. 

• The LED is used for fault location

• The changeover contact can be used for issuing a fault signal via an external signal line or for
triggering external signals or switching activities.

Error messages are suppressed during start-up after the supply voltage has been switched on.
The changeover contact function can be selected by setting the plug-in jumper X16:

• active non-fault alarm=passive fault alarm
The relay drops in the case of a malfunction (when LED is ON).

Upon delivery, the X16 plug-in jumper is set for active fault alarm.
The fan module connecting cables C79195-A3828-H220 (length 2.20 m) are used for power supply
and signal line connection in the basic cabinet (fan module 1 or 2), or 79195-A3828-H450 (length
4.50 m) for fan modules in the extension cabinet.
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Ensure that the fan module is not used without the finger guard!

Warning

The fan module is maintenance-free.

Based on the fan service life (approx 40,000 h) specified by the manufacturer, it is recommended
to replace the fan or the fan module every 4 years.

Settings to be made after the module has been replaced: jumper setting for alarm signal
(see Fig. 2.8).

Plug-in jumper in X 16Passive fault alarm

a a a a a a a a a a a a a a

a a a a a a a a a a a a a a

a a a a a a a a a a a a a a

a a a a a a a a a a a a a a

a a a a a a a a a a a a a a

a a a a a a a a a a a a a a

X15

rt
bl

vi
rs
gr

View from suction
side

Jumper
X16

Coding plug installed,
three active monitoring channels

Red LED

with TELEPERM MS 
systems, AS 235 H

6DS9 943-8AA

Monitoring circuit

R
A
W

+
–

Signal line connection

DC 24 V DC

6
5
4
3
2
1

AMP Mate-N-LOK connector

Fig. 2.8     Fan module

Automatic circuit breakers (F) are provided in the SES for the connection of fan modules:

Fan 1 fused via F19 (KL 43) in the basic cabinet and via F21 (KL 49) in the extension cabinet.

Fan 2 fused via F20 (KL 46) in the basic cabinet and via F22 (KL 52) in the extension cabinet.

The alarm signals of the fan(s) and/or the heat exchanger are connected in series via the
marshalling rack (RV) in the SES and fed from there to the AS system.

The heat exchanger (230 V AC) is fused externally.

2 - 14                                            ©  Siemens AG 1990  C79000-B8076-C293-05



AS 235 H Method of Operation
––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––––

3 Method of Operation

3.1 System Configuration
Method of operation and configuration of the AS 235 H automation system are defined by the
requirements of increased availability. This availability is mainly achieved by CPU redundancy
where the same data is processed by two CPUs which operate independently at synchronous
clock pulses.

Both CPUs are equivalent and have the same priority level, although the I/O comparator and
switchover module (EAVU) routes only the signals from one CPU to the I/O modules. Also the
communication via the CS 275 bus system does only take place via the N-AS or N8-H module
of one CPU. This CPU is known as "master CPU".

CPU I assumes master function and thus process control if both CPUs are started
simultaneously. CPU II becomes passive and, after updating, automatically assumes the
function of the backup CPU which is able to take over mastership at any time. This enables
the system to continue process operation without interruption after a tolerable fault has
occurred.

Either CPU can assume one of the following states:

Master (M)  Only master mode enables a CPU to actively control the process.
Standby (R)  A CPU in backup mode executes the same instruction sequence as the

master CPU.
Passiv (P)  The CPU is separated; the two CPUs operate in asynchronous mode.
Backup (B)  The CPU accepts the memory contents of the master CPU.
Fehler (F)  The system software has located a fault in the CPU.
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3.2 Faultless Operation
Both CPUs run synchronously during normal faultless operation.

At first, both CPUs start up asynchronously. During commissioning, the same system
software is loaded into the memories of the central processing units. This is performed either
in succession (with one floppy disk drive) or in parallel (with two floppy disk drives).
Subsequently, the system can be synchronized.

The memory contents of both memories are identical in synchronous operation. This means
that identical data is read and written. The central processors provide control signals and
addresses synchronously. The comparator coupler module (VKB) compares all incoming and
outgoing data and signals of the central processing units.

One I/O comparator and switchover module (EAVU) per extension unit performs this
comparison on the I/O level.

Each operator terminal possesses two operator input channel interface modules, one in CPU I
and one in CPU II.

Although there are two local bus interface modules (N-AS or N8-H), if communication is
performed via the CS275 bus system, only the N-AS/N8-H of the master CPU is active. (A
single N-AS/N8-H module is not expedient since the connection to the CS 275 bus system
would be interrupted if mastership were changed.)
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CPU II
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1 Comparator coupler module (VKB) (6DS1 142-8AA)
2 Synchronization module (SB) (6DS1 143-8AA)
3 Diagnostic unit interface module (DGA)
4 Memory module (SP) (6DS1 837-8DA/-8EA/-8FA and 6DS1 844-8..)
5 Central processing unit (CPU) (6DS1 141-8AA)
6 I/O bus interface module 1 (EABA1) (6DS1 312-8BB)
7 Operator input channel interface module 1  (BKA1) (6DS1 330-8CA)
8 I/O bus interface module 2 (EABA 2)
9 Operator input channel interface module 2 (BKA2)
10 Mini floppy disk interface module (MDA) (6DS1 326-8BB)
11 N-AS or N8-H local bus interface module (6DS1 223-8CA or 6DS1 220-8AA)

Fig. 3.1  Start-up and loading

1) Although only one mini floppy disk unit is sufficient for loading the system software and the user program, two mini
floppy disk interface units are required. For booting, the mini floppy disk unit is connected to CPU I and CPU II in
succession. Both interfaces must, however be installed.
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CS275

EAVU I/O Comparator and switchover module
See Fig. 3.1 for legend
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Fig. 3.2  I/O connection via EAVU, synchronous operation, CPU I is master
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Fig. 3.3  Connection to operator input level, synchronous operation, CPU I or CPU II is master
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3.2.1 Central Unit Functions

The fault-tolerant functions of the central unit with its two identical central processing units can
only be performed if the specified configuration has been established.

• Comparator coupler module (VKB)

The comparator coupler module (Fig. 3.4)

- compares the bus signals of both CPUs
- interconnects the parallel buses of both CPUs
- branches a single-channel input information to both CPUs
- transfers all read data items during backup operation from the memories/registers of the

master CPU to the memories/registers of the second CPU.

Caution

The VBK may not be removed during operation unless the switch on the front 
is in AUS (OFF) position.
The switch itself may only be actuated during asynchronous operation.

3 - 4                                      
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Fig. 3.4   Block diagram of the comparator coupler module (VKB)
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•  Synchronization module (SB)

The synchronization module (Fig. 3.5) provides the basis for synchronous operation of the two
CPUs. It

- generates the processor and system clock pulses,
- synchronizes the CPU base clock pulse,
- synchronizes read and write data,
- synchronizes interrupt signals,
- supplies status messages to the CPU,
- controls synchronization.

256 Hz
asynchronous

To the backplane bus of the local CPU
20 MHz, 10 MHz, 2 MHz
synchronous

Failure

Passive

Master

StandbyEPLD

To the SB of the other CPU

Control signals

80 MHz

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

a a a a a a a a a a a a a a a a a a a a a a a a

Processor clock
synchronization

256 Hz-
synchronization

Clock pulse generator

80.001 MHz

256 Hz

To the SB
of the
other CPU

From the SB
of the other
CPU

MAST, SYNC, I–N/II, I/II–N, 
ZRS–N

TRMS, TPURS, THTI

Synchronization circuits

The following signals are
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other CPU

Fig. 3.5   Block diagram of the synchronization module (SB)
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Memory Module

– 512 Kbyte system memory with memory module 6DS1 837-8xA or
1 Mbyte system memory with memory module 6DS1 844-8xx

– 1, 2 or 3 Mbyte user RAM with memory module 6DS1 837-8xA or
 4 Mbyte user RAM with memory module 6DS1 844-8xx
(4000 Kbyte are available for the user from a total of 4 Mbyte)

– Back-up battery
– Battery failure logic circuit
– Parity monitoring (byte per byte)
– Error and control register 
– Error display and state display with LED on the front plate
– BOOT logic.

If a parity error is detected when a word is read, then this error is signalled with a PAF signal
(parity error) and processed from the system programs.

6DS1 837-8xA 6DS1 844-8xx

Cycle time
Access time

500 ns
300 ns

500 ns
300 ns

Table 3.1 Memory module cycle time

Memory design

3 Mbyte

512 Kbyte

1 Mbyte

4 Mbyte

6DS1 844-8xx

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a
a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

(6DS1 837-8BA)
6DS1 837-8EA

(6DS1 837-8CA)
6DS1 837-8FA

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a
a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a

a a a a a a a
a a a a a a a

a a a a a a a
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a a a a a a a
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a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

a a a a a a a a

2 Mbyte 

1 Mbyte

a a a a a a a a
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a a a a a a a a System RAM

a a a a a a a a
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User RAM
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...
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..
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• Central processing unit (CPU 235 H)

The central processing unit 

- contains a 16/32-bit processor,
- is responsible for system start-up and microprogram start-up,
- processes the automation functions according to the program in the user memory.

Some of the backplane connector pin assignments of CPU 235 H (6DS1 141-
8AA) and CPU 235 (6DS1 140-8AA) are different due to the following
modifications that are required for synchronous CPU operation:

- External supply of the 20-MHz and 10-MHz processor clock pulses via
the two SB modules (the G1 and G2 quartz oscillators have not been
installed on the CPU 235 H).

- The 1/256-Hz time clock pulse is routed via the SB module for
synchronization.

- The TPURS signal is issued to the SB module.

Due to the different connector pin assignments, the CPU module could be
destroyed if a CPU 235 H were installed in a standard AS 235 system and
vice versa.

Caution

• I/O bus interface module (EABA)

The I/O bus interface module

- transfers data and signals from the CPU to the EAVUs,
- receives data and signals from the EAVUs and transfers them to the CPU.
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